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This speci昀椀cation covers minimum requirements for cementitious 
grouting between foundations and equipment bases. Included are 
requirements for materials and placing.

Keywords: cement grout; cementitious grout; equipment grout; founda-

tions; grout; hydraulic cement grout; machinery grout.
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PART 1—GENERAL

1.1—Scope

1.1.1 This speci昀椀cation covers minimum requirements for 
cementitious grouting between foundations and equipment 

and machinery bases.

1.1.2 This speci昀椀cation supplements the Contract Docu-

ments and provides requirements for the Contractor.
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